_ S Spill Prevention Control and Countermeasure Inspection
. Findings, Alleged Violations, and Proposed Penalty Form

(Note Do not use this form if there is no secondary contamment)

These Findings, Alleged Violations and Penalties are issued by EPA Region 6 under the authonty vested in the Administrator of EPA by

Section 311(b)(6)BXI) of the Clean Water Act, as amended by the Oil Pollution Act of 1990.

Company Name 'Docket Number: »
Dexxon, Inc CWA —06-2014-4302 @\\‘ED ST,
Facility Name Date y * s *
Fitzgerald Lease Tank Battery 111192013 | _i’ é’ |

- Address Inspection Number A |
P. O. Box 348 FY-INSP-14-4302
City: Inspectors Name:
Kiefer Tom McKay .
State: = Zip Code: EPA Approving Official:
ok | {74041 { Donald P. Smith -
Contact: Enforcement Contacts:
Mr. John Humble (918) 321-9331 | Jamie Bradsher (214)665-7111

Summary of Findings
(Onshore Oll Productlon Facllltles)

GENERAL TOPICS 112.3(a),(d)(e); 112. S(a), (b), (c); 112.7 (a), (b), (c), (d)

(When the SPCC Plan review penalty exceeds $1,500.00 enter only the maximum allowable of $1,500.00.)

SPCC Insp.#: FY-INSP-14-4302

A

D .No _Spill Prevention Control and Countermeasure Plan- 112._3 ....... , ..... tersssensasenssinsassenreassassrasenssnnsserens e $1,500.00
- D ~ Plan not certified by a professional engiheer- 112.3(d) ........... _ .................. -~ S 450.00
D Certification lacks one or more-required elements- / 12.3(d)(1) certrssaseanes s aassaaseeas ereeeoeeeeeseesees s vereeenn. 100.00
No management approval of plan- ]]2 7 .................. S X
‘ D Plan not maintained on site (lf faclhty is manned at least 4 hrs/day) or not avanlable for review- 172. 3(e)(I) ........ 300.00
|:| No evndence of five-year review of plan by owner/operator- H2.5(0).ouunnenns S ,....'..; ...................... ;..'.."...075.00'
D, ‘No plan amendment(s) if the faclhty has had a change in: des1gn, construction, operatlon, | |
: or mamtenance which affects the facility’s discharge potentlal- 112.5(a)........ everenaaes ceeerenasaeenaas et tanen 75.09
L_J Amendment(s) not. certlfied by a professmnal engineer- 112 5(c)\#*‘_*u%il 50_00_ o
- IIIIIIIIII||i|)|llllliil(|)lllllll7llﬁillllllllll
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Plan does not follow sequence of the rule and/or cross-reference not provxded- H27...... peeesssenesieseessesastisenessns 15 0.00

Plan does not discuss additional procedures/methods/equrpment not yet fully operatlonal- 112. 7 ...... - 75.00

Plan does not discuss altematlve environmental protection to SPCC requrrements- 112 ((:)]7) , oo 200.00
Plan has inadequate or no faeility diagram— 112, TO@(3) eorererereesniiommeeneeseresessesesesessoon S e nrererisn 75.00 |

Inadequate or no listing ef»type of oil and storage capacity layeut of containers- 112.7(@)(3)(i) ......... . ........ 50.00
-Inadequate or no discharge prevention measures- 112.7(a)(3)(ii)... ... 50.00
50.00 |

Inadequate or no description of drainage controls- 112.7(a)(3)(iii) ............. rereeceraenaen rreenreetaeaeaanaeaas ‘

Inadequate or no description of countermeasures for discharge discovery, response and cleanup- 112.7(a)(3)(#) ...50.00

Recovered materials not disposed of in accordance with legal requirements- 112.7(@)(3)(¥).....e.c.veereevene.. eresaeaienanrans 50.00
No eontact list & phone numbers for response & reporting discharges- 112. 7(a)(3)(vi) vereresensanteasanaenes T S 5 0.00._

- Plan has 1nadequate or no mformatron and procedures for reporting a discharge- 112. 7(a)(4) 100.00 _
Plan has 1nadequate or no descnptron and proeedures to use when a dlscharge may occur- 112.7(a)(5) .............. 15 0.0(l._,
Inadequate or no predrctlon of equlpment failure which could result in drscharges— 112. 7(b) ........... lSO.(lO '

Plan does not discuss and facility does not implement appropriate containment/diversionary structures/equrpment—
(mcludmg truck transfer areas) 112.7(0) covverenceanene Seeereestesteseestenateesaeaateatete e e aeareesa e e e eater bR aeR st s terteasesaneseerasanns ...400.00

- If claiming unpractrcablhty of approprlate contamment/drversronary structures:

Impracticability has not been clearly denoted and demonstrated inplan- 112.7@d) .............. verereesens '.. ..................... 100.00
No contingency plan- T P A((/1¢) Bem— e .......... 150.00
No written commitment quanp_owe_r, equlpment, and materials- 772. 7(d)(2) ...... 150.00
No neriddic integrity and leak testing , if impracticability is claimed « 712.7(@).. ..o soss v e 150.00 |
Plan has no or madequate dlscussron of general requlrements not already spec1ﬁed- 112. 7(a)(1) .75.00

QUALIFIED FACILITY REQUIREMENTS 112.6

ooooo

~ SPCCInsp.#: FY-INSP-14;4302

Qualiﬁed Facility: No Self certification- 112.6(@................ e 450,00
-QdaliﬁedFacilit’y: Self certification laeks required elements- /12.6(@)... ... ccccoecev e e cov e crv s et e e ‘100.00 .
Qualiﬁed,Facility:' Techmcal amendments not certified- 112.6(b) ........ et eeeeerree et ea e, 150.00
Qualified Faeillty:- Un-allo‘Wed deviations from requirenrents- 112.6(c).-.. 100.00
Qualiﬁed Facility: Environmental Equivalence or Impracticability not certified by PE- 112.6(d.............. 350.00
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WRITTEN PROCEDURES AND INSPECTION RECORDS 112.7(¢)

‘f'

The Plan does not include rnspections and test procedures in accordance with 40 CFR Part 112 - 112.7(e) ............ 75 00

Inspections and tests required by 40 CFR Part 112 are not in accordance with written ,
procedures developed for the facility- /12.7()............. SRS S ceceeeseasaeases 75.00
No Inspection records were avarlable for review - 112.7(e) eeeeeeeseessessseseseesee s esssessnnmn e esseene emsioereemnnn 200.00

Written procedures and/or a record of inspections and/or customary business records:
Are not signed by appropriate supervisor or inspector- 112. 7(e) ................................................ 75.00 -

Are not mamtamed for three years- 112.7(e) oot rere e tee sttt e e 75.00

oo O oo

PERSONNEL TRAINING AND DISCHARGE PREVENTION PROCEDURES 112 7(()

D No training on the operation and maintenance of equlpment to prevent dlscharges- 112. 70)(1) S 75.00
D . No training on dlscharge procedure protocols- 112.700(1)... » esrsraerennersaeaiasasianens : ................... cervessranssnasenes 75.00 |
D No trammg on the applrcable pollutlon control laws, rules, and regulations- 712. 7(0(1) eeereerevsaeeneeesasnserens 75.00
D, ' Trammg records not mamtamed for three years- 112. 70) envsessss etensesassestaasastatsasassssere e et ensaesee i 75.00
_‘ No training on the contents of the SPCC Plan- 172. 7(0(1) ........................................ 75.00 |
_i : No designated person accountable for spill preventlon- P 1)) R— .......... — 75»:00.
.: Sprll preventron brlefings are not scheduled and conducted periodically- 12. 7(0(3) ............. PR - | ... 75.00
D Plan has madequate or no dlscussron of personnel and sprll prevention procedures- 112. 7@ ..... 75.00

FACILITY TANK CAR AND TANK TRUCK LOADINGIUNLOADING 112.7(c) and/or (h-j)

[:l Inadequate containment for Loadmg Area (not consistent w1th 1 12 7(c)) 112, (R eeresestiensnneenans 400.00

D Inadequate secondary containment, and/or rack dramage does not flow to | o
catchment basm treatment system, or quick drainage system- /12. () R 750 00

‘ D Containment system does not hold at least the maximum capacxty of .

the largest smgle compartment of any tank car or tank truck- /12. 7(h)(1) eereereensereasaen et e rsr s e be e s rsaens Cereninnen. 450.00
There are no-interlocked warning lights, or physrcal barrier system, or warning signs, or vehicle brake
interlock system to prevent vehicular departure before complete dxsconnect from lransfer lines- 112. 7(h)(2) ........ 300. 00
There is no inspection of lowermost drams and all outlets prior to filling and departure ‘ -
of any tank car or tank truck- 112.7(h)(3). O S 150 00
Plan has madequate or no drscussron of facllxty tank car and tank truck loadmg/unloadmg rack -112. 7(/) 75.00

DDD)
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gUALIFIED OIL OPERATIONAL EQU]PMENT 112.7(k)

LI

Fallure to establish and document procedures for inspections or-a momtormg program to detect equlpment failure d/or
a discharge- 112.7(k)(2)(i)... rer et ves sue ben oat ves ous ve es sue 2ee sen es ses eus sus ves ses sus ves see vus oes . 150.00

= Dtj D = 1:1 0o

SPCC Insp.#: FY-INSP-14-4302

[] Faitureto provide an oil spill contingency plan- 112. 7(Ic)(2) (i)(A)... 150.00
L—_] No written commitment of manpower, equipment, and materials- /12. 7ﬂ1t)(2)(ii)(B)... ‘oo ... 150.00
‘OIL PRODUCTION FACILITY DRAINAGE 112.9(b)
D " Drains for the secondary containment systems at tank batteries and separation and central treating areas -
are not closed and sealed at all times except when uncontaminated rainwater is being drained- 112.9(3)(1) .......... 600.00
[] Prior to drainage of diked areas, rainwater is not inspected, valves opened and resealed under
responsible supervision and records kept of such events- 1 12.9@®)(1) ceveevoneeensenicrransanss s s e anas 450.00
D Accumulated oil on the ramwater is not removed and returned to storage or dlsposed of
' in accordance with legally approved methods- HI2.9B)(D).cueneneereniircrennnsrcnanenas Seesesaseereteensarenssnstesens eereeeneanens 300.00
D Field drainage system (drainage dltches and road ditches), oil traps, sumps and/or sklmmers are not
regularly mspected and/or oil is not promptly removed— 112 9(b)(2) eeetree e et as s saensat e st be bt s s e st s bt e 300.00 -
D Inadequate or no records maintained for drainage events- 112.7 e s st esssoniesesssnessssssssesesnsneess 1500
D Plan has inadequate or no discussion or procedures for facility drainages- 112.7(a)(1) ceeeeeseeeeessesseeenen ‘ cevvnasseessenenss 15.00
OIL PRODUCTION FACIL‘I_TY BULK STORAGE CONTAINERS 112.9(c)
Plan has madequate or no risk analysis and/or evaluation of field-constructed aboveground W
tanks for brittle ﬁacture- 112. 7() teesesevesasanetsttteeaattsesbstessteasnsateasaateer annrtenasntsesesasiseasastisssasaevessrtensrsataasns rsssasensenaas .75.00
Fallure to-conduct evaluatton of ﬁeld-constructed aboveground tanks for brittle fracture- 1/2.7()............ e 300.00
Container material and construction are not compatlble with the orl stored and the L
condmons of storage-. I I12.9(C)(1) cccuveornncensnisrsnennsauncsasienmsnnsassosssssseses S —— reessersessrsassrarane eaeeneons 450.00
- Size of secondary containment appears to be inadequate for containers and treating faclhtles- 112 (] ) RO .. 750. 00
Excessrve vegetation which affects the mtegnty of the contamment— 112. 9(c)(2).............;.......L....;.; ......... et 150.00,
Walls of containment system are shghtly eroded or have TOW @reas- 112.9(C)(2) cuververviveresarersessrneseesonnissnersersanesees 300.00
Secondary containment materials are not sufﬁciently impervious to contain oil— 112.9(c)(2) 37500
Vrsual inspections of containers, foundation and supports are e not conducted perlodlcally , _ ‘_ _
for deterloratlon and mamtenance DEEAS= 112.9(C)(3).eueururencerirrnsuocsievsersrenarsisssiseasisnansssssssssnsnasssnsssasasisesssssssnasases 450.00
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Bank' battery installations are not in accordance thh good engineering practice because ,
» none of the followmg are preSent- 112.9(C)(4) ..c.ivuueererecrsiversasersersecsessssessssissessessassns R — reerenes

(1. Adequate tank cap_aclty to prevent tank overfill- 112.9(c)(4)(i), or

(2) Overflow equalizing lines between the tanks- 112.9(c)(4)(ii), or

(3) Vacuum protection to prevent tank collapse- 112.9(c)(4)(ii), or

(4) High level alarms to generate and transmit an alarm signal where facilities are part of a.
computer control system- /12.9(c)(4)(iv).

D . Plan has inadequate or no discussion of bulk storage tanks- 712.7(@)(1) ........cecocerevrurrnrnrererusesnsssssssanssassssenssnsessnnees

FACILITY TRANSFER OPERATIONS, OIL PRODUCTION FACILITY 112.9(D) '

I

Above ground valves and plpelmes are not examined pcrxodlcally on a scheduled basis for -
general condition (includes items, such as: flange joints, valve glands 2 bodies, drip pans,
: plpelme supports bleeder and gauge valves, polish rods/stuffing box.)- 112.9(A)(1) .....ccoccvcevcerivumemmisummenmmsnninssssscnce

Brine and saltwater dlsposal facilities are not examined oﬂten- 112 9(:19(2) .......................

Inadequate or no flowline maintenance program (includes: examination, corrosion protectlon »
flowline replacement)— JI2.9(Q)(3) cueeevecrersevernessesrsasseecersesessossessosssensasns N eriorssenessasansssrsnissasstaennas vrens

0O ‘I:l_.r:J N

Plan has inadequate or no dls_cussxon of oil production facilities- 712.7(@)(1) ..........ccovemeiincininnnnnsescnnnnnnnicninnnens 5.

Plan does not include a s1gned copy of the Certification of the Applicability of the Substantial Harm Criteria per 40
CER Pt J12.20(8) ........ecunenecevrrineoninisaccrcivesivnnnssnsnssisesssssnsssssssssssssenesesssnsssssssssssssssssssssssnsssssssssssessssassssssssnsess 150.00

(Do not use this if FRP subject, go to traditional enforcement) o

-D

TOTAL _$2900.00
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